CITY OF BELL GARDENS
PUBLIC WORKS DEPARTMENT

8327 GARFIELD AVENUE e BELL GARDENS, CALIFORNIA 90201-6122
(562) 806-7770 FAX (562) 806-7789 « WWW.BELLGARDENS.ORG

REQUEST FOR PROPOSALS FOR JOHN ANSON FORD PARK REGIONAL AQUATICS
CENTER SWIMMING POOL MAINTENANCE SERVICES

ADDENDUM NO. 3

November 18, 2025

This addendum is being issued for the REQUEST FOR PROPOSALS FOR JOHN ANSON
FORD PARK REGIONAL AQUATICS CENTER SWIMMING POOL MAINTENANCE
SERVICES (“RFP”).

Submit a proposal with full understanding and full consideration of this addendum. This
addendum is being issued to make the following changes:

A. Section V. (Scope of Work), Subsection 1 (Contractor's Responsibility), thirteenth
bulleted paragraph (Equipment List), is amended by adding a second bulleted
subparagraph to read as follows:

‘o For reference, please refer to the attached Equipment Room Plan, Sheet SP4.2.”

B. The enclosed Equipment Room Plan, Sheet SP4.2, is added to the RFP as an
attachment.

Prospective proposers who have already submitted their proposal will be contacted to
arrange for return of their proposal. Inform subcontractors and suppliers as necessary.

Sincerely,

Bernardo Iniguez
Director of Public Works/ Facilities

Enclosure

The proposer shall individually identify and acknowledge receipt of this addendum by signing
and enclosing a copy of this form in his/her proposal submittal. Failure to do so may result in
disqualification of his/her proposal submittal.

Signature of Proposer Date

Proposer Firm Name and Address
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EQUIPMENT SCHEDULE

SAIMMING FOOL EQUIFMENT
CIRCULATION FUMP - 40 HP, 480V, 38, 17150 RFM W/ 1510 6FM © 60, 5'x6", PACO #6051 LC.

FILTER SYSTEM - 1667 5@ FT, PERLITE MEDIA, 120V CONTROLLER, AQUA REVIVAL %85G 60

HEATER - 1494000 BTU W/ 120V, I# FUMPS, 480 6FM, RAYPAK XTHERM INDIRECT $2005A (TYP 2)

CHEMICAL CONTROLLER ¢ SENSOR GELL - 120V, |9, CHEMTROL #PGS000

CHLORINE PUMP - 381 SPD, 120V, 19, BLUE WHITE #A2A24-3NSS

GHLORINE STORAGE TANK - 000 GALLON DOUBLE WALL W 16" NON-VENTED MANWAY, CHEM-TAINER ¥TCT485DC
ACID FUMP - 100 EFD, 120V, 14, BLUE-WHITE #AIAZ-TT

ACID STORASE TANK - 1000 GALLON DOUBLE WALL W/ 16" NON-VENTED MANAAY, CHEM-TAINER #TCT4850C.
VARIABLE FREGUENCY DRIVE - 480V, 40 HP W/ FUSED DISCONNELT, PENTAIR ACU DRIVE X5

STRAINER - 12'12" FIBERSLASS, MER-MADE FILTER 0 SERIES

FLOW SENSOR - 12" MAGNETIC SENSOR, 24 W/ DISPLAY ¢ 4 TO 20 mA GUTFUT, SIGNET #2551

UV SYSTEM - 566 GFM, 128 KN, 240V, |9, PENTAIR #CLP64AB-XN

HEATER FLOW METER - 6" DISITAL PIFE MOUNT METER & SENSOR FOR 480 6FM, SISNET #8150 & 5i5 (TYP 2)
CHEMICAL BYPASS FLO METER - 4" DIGITAL WALL MOUNT METER ¢ SENSOR FOR 200 GPM, SIGNET #5150 ¢ 5i5
AIR COMPRESSOR - 2 HP, 120V, 16, 20 GAL TANK, INGERSOLL RAND #PI5il-Ad

ClslcloisloploRceloClole)

ACTMITY POOL EGUIPMENT
CIRCULATION PUMP - 5 HP, 420V, 30, 715 RFM W/ 475 6FM @ 75, 453", PACO 309571 LG

FILTER SYSTEM - 881 5 FT, PERLITE MEDIA, 120V CONTROLLER, AGUA REVIVAL #B56 80

HEATER - 1500000 BTU W/ 120V, 16 PUMPS, 360 6PM, RAYPAK XTHERM INDIREGT M505A

CHEMICAL CONTROLLER ¢ SENSOR GELL - 120V, 19, GHEMIROL #7C8000

CHLORINE PUMP - 100 6FD, 120V, 16, BLUE WHITE $AIA4-TT

CHLORINE STORAGE TANK - 500 GALLON DOUBLE HALL W/ 16 NON-VENTED MANWAY, GHEM-TAINER #TCBTIDC.
ACID FUMP - 52 EFD, 120V, 10, BLUE HHITE #AINOF-TT

VARIABLE FREGUENGY DRIVE - 480V, 15 HP W FUSED DISGONNEGT, PENTAIR AGU DRIVE XS

STRAINER - 5'xB" FIBERGLASS, MER-MADE FILTER #F0 SERIES

FLON SENSOR - 6° MAGNETIC SENSOR, 24V W/ DISFLAY & 4 TO 20 mA OUTRUT, SIGNET #2551

UV SYSTEM - 566 SFM, 128 KN, 240V, I#, FENTAIR #CLP64AB-XN

HEATER FLOW METER - 6" DISITAL PIFE MOUNT METER ¢ SENSOR FOR 360 SPM, SISNET #2150 ¢ 515
WATERSLIDE FUMP - 15 HP, 480V, 30, 1760 RFM A/ 950 6FM © 42, 65", PACO #0457 LC

STRAINER - I0"6" EGCENTRIC FIBERGLASS, MER-MADE FILTER #-0 SERIES

THERAPY POOL EGUIFMENT
CIRCULATION PUMP - 5 HP, 480V, 30, 3550 RFM W/ 130 6FM @ 60, 2'x15", PACO M550T LG
FILTER SYSTEM - 150 &G FT, PERLITE MEDIA, 120V CONTROLLER, AGUA REVIVAL 1856 20
HEATER - 500000 BTU W H-BYPASS, 120V, ¢ FUMP, RAYPAK MVB #504A

CHEMICAL CONTROLLER 4 SENSOR GELL - 120V, 16, GHEMITROL #PG3000

CHLORINE FUMP - 16 GFD, 120V, 19, BLUE WHITE #AINOF-6T

ACID FUMP - 16 6D, 120V, 19, BLUE WHTE *ANIOF 6T

VARIABLE FREGUENCY DRIVE - 480V, 3 HP W/ FUSED DISCONNECT, PENTAIR AU DRIVE X5
STRAINER - 44" FIBERELASS, MER-MADE FILTER #F0 SERIES

FLON SENSOR - 4' MAGNETIC SENSOR, 24V W/ DISFLAY & 4 TO 20 mA OUTFUT, SISNET #2551
[B\ LY STSTEM - 151 671, 052 Ki, 240V, 19, FENTAR #GVP522721
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EQUIPMENT PAD PLAN
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W — BUTTERFLY VALVE . ALL FOOL FIFING SHALL B 5CH 50 VG W SOLVENT WELDED JONTS NG
CHEMICAL STORASE COMPLIANGE: MAXIMUM ALLOWABLE AMOUNT FER CFC TABLE 5005.11(2) ALL POOL AL W sok -DE! SURGE GHAMBER ACCESS LADDER § HATGH ON 6" HIGH GURE
o - moon o - s 2 N, cHECK VALYE ALL PVG FITTINGS I EGUITMENT RoOM SHALL BE MOLDED ¢ FABRICATED FITTINGS GAN BE USED
- - e BELO SRAE ALY FUME FIT SUNRDRAL ¢ LADDER
a. CHEMICAL T HYDROCHLORIC AGID 125% SODIM HYPOCHLORITE 2 5. ALL PIPING SHALL BE RESTRAINED PER SMACNA SEISMIC SUIDELINES W/ LATERAL SEISMIC BRACING. UTILITY SINK, SEE BLDS PLUMBING DS
el NaoC! — BUTTERFLY VALVE W ACTUATOR PROVIDE PIPE HANGERS OR SUPPORTS ADJAGENT TO MECHANICAL EGUFVENT 4 @ &' MAX & SHONER, SEE BLDS FLUMBING DWGS
Fom o - THERMOMETER NTERVALS, SF 415045 )
e ™ oo Hauw PRESSURE 4. PROVIDE 6-8" MIN CLEARANCE UNDER OVERHEAD PIFING. " cONC EQUIPVENT PAD )
o CAS NMBER 641010 7681529 &= o . 15" HIGH CONG FUMP PAD @ SP, 12" HIGH 8 AP 8 5" HISH 8 TP
e s v e o — vacuM eAlsE 5. BOND PUMPS, FILTER TANKS, HEATERS & UV STSTENS TO FOOL SHELL RENFORCING SRID, SEE /5724 g
. PHTSICAL HAZARD NorE NONE < - REDUCER caUPLING 6. PROVIDE 15 DIA MIN OF STRAIGHT FIPE BEFORE FLOW SENSORS & 5 DIA AFTER. RADIAL OVERHEAD CLEARANGE FOR FILTER HEAD REMOVAL (TTF)
T ot N ot i vereANER . PLUMB POOL HEATERS W/ BALANGED BYPASS FIFING ¢ ISOLATION VALVES AS SHORN 1" MIN AR GAP ON FILTER DRAIN PIPE @ 21" x 21" X 18" DEEP BACKNASH PIT (TYF)
USE & STORASE CLosED sYSTEM CLoSED SYSTEM — RISER DOWN 5. INSTALL SHUT-OFF VALVE, SERVICE UNION ¢ DRIP LEG ON GAS LINE @ HEATERS. /2" TYPE L COPPER COMPRESSED AR PIPING W BALL VALVE @ EA FILTER
5. PROPOSED AMOINT IN —O - RIEERUP 4. INSTALL EQUIPMENT LABELS, PIFE FLOW ARROWS, PIFE LABELS, VALVE TASS & VALVE CHART FOR COMPETITION POOL FILL SYSTEM MANIFOLD, SEE (2/5P4.4
e o0 cALLONS 1500 eALLONS O R X Vo0L LD A St FEATRE STy LN ACTIVITY POOL FILL STSTEM MANFOLD, SEE 15P45
S e o pLow 16. RESTRICT MAIN DRAIN BUTTERFLY VALVE TO PROVIDE 80% FLOW OVER GUTTER ¢ SKIMMERS. THERAPY FOOL FILL SYSTEM MANIFOLD, SEE I1/5P45

I. RESTRICT FOOL RETURN VALVE TO APFLY BACK PRESSURE ON MECHANICAL SYSTEMS.

12. CIRGUATION PUMP YT SHALL MANTAIN CONSTANT FLOR RATE BASED ON 4-20 MLLIAMP SIONAL
TER CONTROL PANEL FOR EUMPING OPERATI

5. THE REGUIRED TURNOVER RATES OF |10 6FM - SF, 475 6PM - AP ¢ 50 6PM - TP SHALL BE
POSTED @ EA VFD CONTROL PANEL.

14, CHEMICAL CONTROLLER SHALL CONTROL CHLORINE & ACID FUMPS W SAFETY FLOW SKITCH TO
DISABLE FEED FUMPS UPON LOBS OF FLOW. UNIT SHALL ALSO CONTROL POOL WATER LEVEL.

5. INTERLOCK LV’ SYSTEM TO OFERATE CONTIMJGUSLY W/ CIRCULATION FUMP.
16. INTERLOGK HEATERS W/ CIRCULATION FUMP TO ONLY FIRE AHEN FUMP 15 RUNNINS,

7. TIME CLOCK. IN FILTER GONTROL PANEL SHALL OFERATE GIRCULATION PUMP W/ FIREMAN SHITCH FOR
HEATER COOL DORN.

18, RUN 5/4" FILTER TANK VENT & 3/4" SYSTEM VENT LINES TO BACKWASH PIT PER MFR'S INSTRUCTIONS.
1. INSTALL POLYETHYLENE TUBING oM FILTER COMTROLLER TO PNELVATIC VALVES PER MRS

20. SPRAY FEATURE SWITEH IN OFFICE SHALL CONTROL ELECTRIGALLY ACTUATED BUTTERFLY VALVES
PRAY FEATIRE VALVE SET 10 GPEN 1 CLOBE S07 £ PODL GUPPLY VALVE SET 10 DPEN 40n 4 eromE 450

21, SEE STRUGTURAL DW6S FOR EGUIPMENT ANGHORING DETAILS.

900060EEE © CEREOHEEPEEEEO

SURGE GHAMBER FIFE FENETRATION, SEE 4/5P4.4
HEATER EXHAUST ¢ COMBUSTION AIR VENTS, SEE 12/6P45
RUN 3/4" COPPER PRESSURE RELIEF VALVE DISCHARGE LINE & 3/4' PYC CONDENSATE
DRAIN LINE T0 FLOGR SINC

\TERPROOF COATING ON ALL INTERIOR SURFACES OF SURSE
CHAMBERS § BACKWASH FITS.

CHEMICAL HAZARD SISN ON DOOR & TANKS, SEE 5/5P45

| HOUR PIFE SLEEVE @ CHEMICAL ROOM WAL FENETRATIONS, SEE 3/5P45

CHEMICAL FUMP INJECTION, SEE 6/5P4.5

TANK FILL FORT W GAM ACTION COUFLER, SEE T/5P45

TANK LEVEL GAUGE, SEE 5/5P45

I" TANK VENT LINE TO QUTSIDE OF BLDS, SEE 4/5P45

/8" SUCTION TUBING THROUSH BULKHEAD FITTING, SEE 10/5P45

MAINTAIN CLEARANCE FOR UV LAMP REMOVAL

CHEMICAL TANK S5T ANCHOR BRACKETS, HARDWARE ¢ FVC COATED GABLE

UNDERGROUND SERMICE ALERT OF SOUTHERN CALIFORNIA

REVISIONS CONSULTANT.

N0 DAl
ATIENTION 1§ DIRECTED 10 THE POSSIBLE EXITENCE oF UNDERGROUND FAGLITES NOT

DESCRIPTION [aepRov]

SHOWN OR IN A LOCATION DIFFERENT FROM WHA'

EFORE EXCAVATON,

B
0 OB URERGROUNG UTLTES
CONTACTIVG UNDERGROUND. UTLITES SERVICE ALERT AT 1 (B00) 4224155

"UNDER THE SUPERVISION OF,

RJM"

ICITY OF BELL GARDENS|

Department of Recreation
Services

BELL GARDENS AQUATICS CENTER

EQUIPMENT ROOM PLAN
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